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IYER BUILDING
855 SANSOME STREET, SUITE 200
SAN FRANCISCO, CA 94111

ARVIND S IYER AIA
PROJECT ARCHITECT

415-828-4937

iyer@iyerarch.com

ARCHITECT :

ADDRESS :

CONTACT :

PHONE :

EMAIL  :

CIVIL : KIER+WRIGHT

ADDRES:  163 Technology Drive,
                   Irvine, CA 92620
CONTACT : ERICA KAWATA

PHONE       :  949 508 0202

FAX :

EMAIL     : ekawata@kierwright.com

LANDSCAPE : REED ASSOCIATES

ADDRESS :      477 SOUTH TAAFFE STREET
                            SUNNYVALE, CA 94086
CONTACT :         Paul Jay Reed

PHONE :              408 481 9020

FAX :                   408 481 9022

EMAIL  :     ralainc@mindspring.com

PARCEL SIZE :                           97,357 SQ. FT.

SCOPE OF WORK :                   CONSTRUCTION OF A 5 STOREY
                                                    HOTEL, CONSISTING OF 124 GUESTROOMS.

BUILDING COVERAGE                                  :   20.79 %
BUILDING SQUARE FOOTAGE                     :   74,240 SQ. FT.
NUMBER OF ROOMS                                     :   116 GUEST ROOMS

NUMBER OF PARKING SPACES REQD.      :   127 STALLS
NUMBER OF PARKING SPACES PROVIDED : 127 STALLS (INCLUDING 5
ADA PARKING STALLS)

BICYCLE PARKING REQUIRED & PROVIDED :  12 CAPACITY

VICINITY MAP

COCHRANE ROAD

BUTTERFIELD BLVD

SUTTER BLVD

JA
RVIS DR.

FIRST FLOOR:

ALLOWABLE AREAS PER CBC 2019, TABLE 506.2 FOR  SM, CONSTRUCTION TYPE - I- A,
SEPARATED OCCUPANCY, B MAIN OCCUPANCY WITH R1,A2,S AS ACCESSORY OCCUPANCIES

FIRST FLOOR TOTAL PROPOSED AREA  = 15,436 SQ.FT.

ALLOWABLE AREA PER CBC 2019, TABLE 506.2 FOR R-1, SM, CONSTRUCTION TYPE - V - A = 36,000 SQ. FT.,
NON-SEPARATED OCCUPANCIES, R MAIN OCCUPANCY WITH S AS ACCESSORY OCCUPANCY

ALLOWABLE AREA FOR SINGLE OCCUPANCY MULTISTORY BUILDING
Aa = [At + ( NS x If)] x Sa
Aa = [36,000 + (12,000 x 0.161)]  x 1
Aa  = [36,000 + 1,932] x 1
Aa = 37,932 SQ.FT

FRONTAGE INCREASE
If = [F/P - 0.25] W/30
If = [264/641 - .25] 30

30
If  =  0.161

SECOND FLOOR                             = 14,701 SQ.FT
THIRD FLOOR                                 = 14,701 SQ.FT
FOURTH FLOOR                             = 14,701 SQ.FT
FIFTH FLOOR                                  = 14,701 SQ.FT
TOTAL                                             = 58,804 SQ.FT

ALLOWABLE AREA FOR 4 STOREY = 151,728 SQ. FT.
PROPOSED AREA FOR 4 STOREY = 58,804 SQ.FT.

SECOND, THIRD, FOURTH,FIFTH FLOORS

PROPOSED AREAS:

WHERE,
(equation 5-2)

PROPOSED AREAS ARE:
R-1 = 1,414 SQ. FT.
A-2 = 4,126 SQ. FT.
B = 7,237 SQ. FT.
S =               2,659 SQ.FT.

ALLOWABLE AREAS ARE:
R-1a = UL
A-2a = UL
Ba = UL

TOTAL PROPOSED BUILDING AREA = 74,240 SF.

ALLOWABLE AREA CALCULATION
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06/01/2020 PLANNING

 1/4" = 1'-0"
1 KING STANDARD

 1/4" = 1'-0"
2 KING_RACK ELEVATION

 1/4" = 1'-0"
3 KING_BED ELEVATION

 1/4" = 1'-0"
4 KING_WINDOW ELEVATION
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 1/4" = 1'-0"
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 1/4" = 1'-0"
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 1/4" = 1'-0"
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 1/4" = 1'-0"
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 1/4" = 1'-0"
14 KING_BATH SHOWER

 1/4" = 1'-0"
15 KING STANDARD FFE

 1/4" = 1'-0"
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05/27/2020 PLANNING REVIEW

 1/4" = 1'-0"
6 KING SUITE RCP

 1/4" = 1'-0"
2 KING SUITE - RACK

 1/4" = 1'-0"
3 KING SUITE - BED

 1/4" = 1'-0"
4 KING SUITE - WINDOW

 1/4" = 1'-0"
5 KING SUITE - SLIDING DOOR

 1/4" = 1'-0"
7 KING SUITE_ENTRY DOOR

 1/4" = 1'-0"
8 KING SUITE_ENTRY VANITY

 1/4" = 1'-0"
9 KING SUITE_ENTRY SLIDING DOOR

 1/4" = 1'-0"
10 KING SUITE_ENTRY REFRESHMENT

 1/4" = 1'-0"
1 KING SUITE

 1/4" = 1'-0"
11 KING SUITE_BATH TOILET

 1/4" = 1'-0"
12 KING SUITE_BATH VANITY

 1/4" = 1'-0"
13 KING SUITE_BATH DOOR

 1/4" = 1'-0"
14 KING SUITE_BATH SHOWER

 1/4" = 1'-0"
15 KING SUITE FFE

 1/4" = 1'-0"
16 KING SUITE FINISHES

A-5.2

GUESTROOM -
KING SUITE

1) LEVEL 1 GYB-RC CEILING AT 11'-0" IS CONTINUOUS, WITH THE EXCEPTION OF ENCLOSING STEEL BEAMS AND LOAD BEARING WALLS, ABOVE ALL ACT AND GYB-CLG
CEILINGS.
2) LEVELS 2, 3 AND 4 GYB CLG CEILING AT 8'-0" IS CONTINUOUS ABOVE ACT CEILINGS WITH THE EXCEPTION OF LOAD BEARING WALLS.
3) REFER TO MEP DWGS FOR ADDITIONAL LIGHT, HVAC AND PLUMBING FIXTURE TYPES AND SPECIFICATIONS.
4) SEE ENLARGED GUESTROOM PLANS FOR MORE INFORMATION.
5) AP, PROVIDE JL INDUSTRIES 12" X 12" FDWB - FIRE-RATED & INSULATED CONCEALED FRAME ACCESS PANEL WITH WALLBOARD BEAD. THOSE SHOWN ON THE PLANS
ARE EXPOSED, IN ADDITION TO THESE SHOWN PROVIDE ACCESS PANELS IN THE RATED HORIZONTAL FLOOR ASSEMBLY ABOVE ACT CEILINGS AND WALLS WHERE
REQUIRED BY MECH AND ELEC. PAINT TO MATCH WALL OR CEILING.
6) RECESSED LIGHT AND OTHER FIXTURES PENETRATING RATED HORIZONTAL FLOOR/CEILING ASSEMBLY REQUIRES GYB HOUSING, SEE A760/15.

REFLECTED CEILING PLAN NOTES

FLUORESCENT LIGHT
(2'-0"x4'-0")

FLUORESCENT LIGHT
(2'-0"x2'-0")

REFLECTED CEILING PLAN LEGEND

DOWNLIGHT

EXIT LIGHT
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SPEAKERS
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06/01/2020 PLANNING

 1/4" = 1'-0"
1 KING SUITE ACCESSIBLE

 1/4" = 1'-0"
2 KING SUITE - ACCESS_RACK

 1/4" = 1'-0"
3 KING SUITE - ACCESS_BED ELEVATION

 1/4" = 1'-0"
4 KING SUITE - ACCESS_SLIDING DOOR

 1/4" = 1'-0"
5 KING SUITE - ACCESS_WINDOW

 1/4" = 1'-0"
6 KING SUITE ACCESSIBLE RCP

 1/4" = 1'-0"
9 KING SUITE - ACCESS_ENTRY SLIDING DOOR

 1/4" = 1'-0"
8 KING SUITE - ACCESS_ENTRY MIRROR

 1/4" = 1'-0"
7 KING SUITE - ACCESS_ENTRY DOOR

 1/4" = 1'-0"
10 KING SUITE - ACCESS_REFRESHMENTS

 1/4" = 1'-0"
11 KING SUITE - ACCESS_BATH TOILET

 1/4" = 1'-0"
12 KING SUITE - ACCESS_SHOWER

 1/4" = 1'-0"
13 KING SUITE - ACCESS_BATH VANITY

 1/4" = 1'-0"
14 KING SUITE - ACCESS_BATH TOILET

 1/4" = 1'-0"
15 KING SUITE ACCESSIBLE FFE

 1/4" = 1'-0"
16 KING SUITE ACCESSIBLE FINISHES

1

1

2

A-5.3

GUESTROOM -
KING SUITE
ACCESSIBLE

1) LEVEL 1 GYB-RC CEILING AT 11'-0" IS CONTINUOUS, WITH THE EXCEPTION OF ENCLOSING STEEL BEAMS AND LOAD BEARING WALLS, ABOVE ALL ACT AND GYB-CLG
CEILINGS.
2) LEVELS 2, 3 AND 4 GYB CLG CEILING AT 8'-0" IS CONTINUOUS ABOVE ACT CEILINGS WITH THE EXCEPTION OF LOAD BEARING WALLS.
3) REFER TO MEP DWGS FOR ADDITIONAL LIGHT, HVAC AND PLUMBING FIXTURE TYPES AND SPECIFICATIONS.
4) SEE ENLARGED GUESTROOM PLANS FOR MORE INFORMATION.
5) AP, PROVIDE JL INDUSTRIES 12" X 12" FDWB - FIRE-RATED & INSULATED CONCEALED FRAME ACCESS PANEL WITH WALLBOARD BEAD. THOSE SHOWN ON THE PLANS
ARE EXPOSED, IN ADDITION TO THESE SHOWN PROVIDE ACCESS PANELS IN THE RATED HORIZONTAL FLOOR ASSEMBLY ABOVE ACT CEILINGS AND WALLS WHERE
REQUIRED BY MECH AND ELEC. PAINT TO MATCH WALL OR CEILING.
6) RECESSED LIGHT AND OTHER FIXTURES PENETRATING RATED HORIZONTAL FLOOR/CEILING ASSEMBLY REQUIRES GYB HOUSING, SEE A760/15.

REFLECTED CEILING PLAN NOTES

FLUORESCENT LIGHT
(2'-0"x4'-0")

FLUORESCENT LIGHT
(2'-0"x2'-0")

REFLECTED CEILING PLAN LEGEND

DOWNLIGHT

EXIT LIGHT

SMOKE DETECTORS

SPEAKERS

FIRE ALARM/HORN/STROBE

STRIP LIGHTS
(RACK AND HEADBOARDS)

LINEAR DIFFUSER

RETURN/EXHAUST
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SUPPLY AIR DIFFUSER
PENDANT LIGHT

WALL WASH LIGHT
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06/01/2020 PLANNING

 1/4" = 1'-0"
1 KING X-WIDE

 1/4" = 1'-0"
6 KING X-WIDE RCP

 1/4" = 1'-0"
3 KING X-WIDE_RACK

 1/4" = 1'-0"
KING X-WIDE_WINDOW

 1/4" = 1'-0"
5 KING X-WIDE_SLIDING DOOR

 1/4" = 1'-0"
2 KING X-WIDE_BED

 1/4" = 1'-0"
7 KING X-WIDE_ENTRY DOOR

 1/4" = 1'-0"
8 KING X-WIDE_ENTRY REFRESHMENTS

 1/4" = 1'-0"
9 KING X-WIDE_ENTRY SLIDING DOOR

 1/4" = 1'-0"
10 KING X-WIDE_ENTRY MIRROR

 1/4" = 1'-0"
11 KING X-WIDE_BATH DOOR

 1/4" = 1'-0"
12 KING X-WIDE_BATH VANITY

 1/4" = 1'-0"
13 KING X-WIDE_BATH SHOWER

 1/4" = 1'-0"
14 KING X-WIDE_BATH TOILET

 1/4" = 1'-0"
15 KING X-WIDE FFE

 1/4" = 1'-0"
16 KING X-WIDE FINISHES

A-5.4

GUESTROOM -
KING X-WIDE

AT STAIR

1) LEVEL 1 GYB-RC CEILING AT 11'-0" IS CONTINUOUS, WITH THE EXCEPTION OF ENCLOSING STEEL BEAMS AND LOAD BEARING WALLS, ABOVE ALL ACT AND GYB-CLG
CEILINGS.
2) LEVELS 2, 3 AND 4 GYB CLG CEILING AT 8'-0" IS CONTINUOUS ABOVE ACT CEILINGS WITH THE EXCEPTION OF LOAD BEARING WALLS.
3) REFER TO MEP DWGS FOR ADDITIONAL LIGHT, HVAC AND PLUMBING FIXTURE TYPES AND SPECIFICATIONS.
4) SEE ENLARGED GUESTROOM PLANS FOR MORE INFORMATION.
5) AP, PROVIDE JL INDUSTRIES 12" X 12" FDWB - FIRE-RATED & INSULATED CONCEALED FRAME ACCESS PANEL WITH WALLBOARD BEAD. THOSE SHOWN ON THE PLANS
ARE EXPOSED, IN ADDITION TO THESE SHOWN PROVIDE ACCESS PANELS IN THE RATED HORIZONTAL FLOOR ASSEMBLY ABOVE ACT CEILINGS AND WALLS WHERE
REQUIRED BY MECH AND ELEC. PAINT TO MATCH WALL OR CEILING.
6) RECESSED LIGHT AND OTHER FIXTURES PENETRATING RATED HORIZONTAL FLOOR/CEILING ASSEMBLY REQUIRES GYB HOUSING, SEE A760/15.

REFLECTED CEILING PLAN NOTES

FLUORESCENT LIGHT
(2'-0"x4'-0")

FLUORESCENT LIGHT
(2'-0"x2'-0")

REFLECTED CEILING PLAN LEGEND

DOWNLIGHT

EXIT LIGHT

SMOKE DETECTORS

SPEAKERS

FIRE ALARM/HORN/STROBE

STRIP LIGHTS
(RACK AND HEADBOARDS)

LINEAR DIFFUSER

RETURN/EXHAUST
GRILLE

SUPPLY AIR DIFFUSER
PENDANT LIGHT

WALL WASH LIGHT

ACCESS PANEL
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SD

S
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SPRINKLER HEADS
WALL MOUNT
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SPR.
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A-5.5

GUESTROOM -
KING X-WIDE
ACCESSIBLE

 1/4" = 1'-0"
1 KING X-WIDE ACCESSIBLE

 1/4" = 1'-0"
6 KING X-WIDE ACCESSIBLE RCP

 1/4" = 1'-0"
2 KING - ACCESS_RACK

 1/4" = 1'-0"
3 KING - ACCESS_BED

 1/4" = 1'-0"
4 KING - ACCESS_SLIDING DOOR

 1/4" = 1'-0"
5 KING - ACCESS_WINDOW

 1/4" = 1'-0"
7 KING - ACCESS_ENTRY SLIDING DOOR

 1/4" = 1'-0"
10 KING - ACCESS_ENTRY MIRROR

 1/4" = 1'-0"
9 KING - ACCESS_ENTRY DOOR

 1/4" = 1'-0"
8 KING - ACCESS_ENTRY REFRESHMENTS

 1/4" = 1'-0"
11 KING - ACCESS_BATH DOOR

 1/4" = 1'-0"
12 KING - ACCESS_BATH SHOWER

 1/4" = 1'-0"
13 KING - ACCESS_BATH TOILET

 1/4" = 1'-0"
14 KING - ACCESS_BATH VANITY

 1/4" = 1'-0"
15 KING X-WIDE ACCESSIBLE FFE

 1/4" = 1'-0"
16 KING X-WIDE ACCESSIBLE FINISHES
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 1/4" = 1'-0"
1 QQ STANDARD

 1/4" = 1'-0"
2 QQ_RACK

 1/4" = 1'-0"
3 QQ_BED

 1/4" = 1'-0"
4 QQ_WINDOW

 1/4" = 1'-0"
5 QQ_SLIDING DOOR

 1/4" = 1'-0"
6 QQ STANDARD RCP

 1/4" = 1'-0"
7 QQ_ENTRY DOOR

 1/4" = 1'-0"
8 QQ_ENTRY MIRROR

 1/4" = 1'-0"
9 QQ_ENTRY SLIDING DOOR

 1/4" = 1'-0"
10 QQ_ENTRY RIGHT

 1/4" = 1'-0"
11 QQ_BATH TOILET

 1/4" = 1'-0"
12 QQ_BATH SHOWER DOOR

 1/4" = 1'-0"
13 QQ_BATH SLIDING DOOR

 1/4" = 1'-0"
14 QQ_BATH BACK

 1/4" = 1'-0"
15 QQ STANDARD FFE

 1/4" = 1'-0"
16 QQ STANDARD FINISHES
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 1/4" = 1'-0"
1 QQ SUITE

 1/4" = 1'-0"
2 QQ SUITE_RACK ELEVATION

 1/4" = 1'-0"
3 QQ SUITE_BED ELEVATION

 1/4" = 1'-0"
4 QQ SUITE_WINDOW

 1/4" = 1'-0"
5 QQ SUITE_SLIDING DOOR

 1/4" = 1'-0"
6 QQ SUITE RCP

 1/4" = 1'-0"
7 QQ SUITE_ENTRY DOOR

 1/4" = 1'-0"
8 QQ SUITE_ENTRY MIRROR

 1/4" = 1'-0"
9 QQ SUITE_ENTRY SLIDING DOOR

 1/4" = 1'-0"
10 QQ SUITE_ENTRY REFRESHMENTS

 1/4" = 1'-0"
11 QQ SUITE_BATH TOILET

 1/4" = 1'-0"
12 QQ SUITE_BATH VANITY

 1/4" = 1'-0"
13 QQ SUITE_BATH DOOR

 1/4" = 1'-0"
14 QQ - SUITE_BATH TUB

 1/4" = 1'-0"
15 QQ SUITE FFE

 1/4" = 1'-0"
16 QQ SUITE FINISHES
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 1/4" = 1'-0"
1 QQ ACCESSIBLE

 1/4" = 1'-0"
2 QQ ACCESS_RACK ELEVATION

 1/4" = 1'-0"
3 QQ ACCESS_BED ELEVATION

 1/4" = 1'-0"
4 QQ - ACCESS_WINDOW

 1/4" = 1'-0"
5 QQ ACCESS_SLIDING DOOR

 1/4" = 1'-0"
6 QQ ACCESS RCP

 1/4" = 1'-0"
7 QQ ACCESS_ENTRY DOOR

 1/4" = 1'-0"
8 QQ ACCESS_ENTRY MIRROR

 1/4" = 1'-0"
9 QQ ACCESS_ENTRY SLIDING DOOR

 1/4" = 1'-0"
10 QQ ACCESS_ENTRY REFRESHEMENTS

 1/4" = 1'-0"
11 QQ ACCESS_BATH TOILET

 1/4" = 1'-0"
12 QQ ACCESS_BATH TOILET & VANITY

 1/4" = 1'-0"
13 QQ ACCESS_BATH VANITY

 1/4" = 1'-0"
14 QQ ACCESS_BATH SHOWER

 1/4" = 1'-0"
15 QQ ACCESSIBLE FFE

 1/4" = 1'-0"
16 QQ ACCESSIBLE FINISHES
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A.F.F.
GYP. BD

8' - 0"

A.F.F.
GYP. BD

8' - 0"

A.F.F.
GYP. BD

8' - 0"

13'-4 1/2"

26
'-8

 3
/8

"

A.F.F.
ACT-2

7' - 10"A.F.F.
GYB-CLG

8' - 0"

EXG-402

SD SPR

AP12

GUESTROOM
ACCESS QQ

310

SD
EXHAUST GRILLE

EXG-404

EXG-404

OPEN

SMOKE DETECTOR AND SPRINKLER HEAD.

UPHOLSTERED
SLIDING
BARN DOOR

EXG-1000

PTAC

W1
MOROTIZED SHADE
CONTROL AND SWITCH.

2'-0"

5'
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"

14'-0" 1'-10"
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"
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"
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"
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-5
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2'
-6

"
1'

-6
"

EO

PTAC

IRON & BOARD
MOUNTED IN
CLOSET AT
48" AFF
BY OTHERS. TV 42"
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FUNCTIONAL RACK AND TV
FUR OUT WALL.

ARTWORK
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ACCESS QQ
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 3" = 1'-0"4
EXTERIOR WALL/ROOF PARAPET TYPICAL DETAIL

 3" = 1'-0"
5

EXTERIOR WALL/FLOOR W/STONE TYPICAL DETAIL
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A-6.0

CONSTRUCTION
DETAILS

EXTERIOR WINDOW-PTAC UNIT THROUGH EXTERIOR WALL2
 3" = 1'-0"

WINDOW ELEVATION
SCALE: NTS

EXTERIOR WINDOW-HEAD DETAIL1
 3" = 1'-0"

A

6" WOOD STUD WALL W/ 1/2"
OSB/PLYWOOD

EXT. INSUL-2

7"
3/

4"
1"

ROOF

FIBROUS INSUL AND CONT.
VAPOR BARRIER.

1 
1/

4"

1'
-0

"

WOOD FLOOR JOISTS AND RIM
BOARDS

5/8" GYB CLG ON RESILIENT CHANNELS

3 1/2" ACOUSTIC INSUL.

SPR ROOFING
SYSTEM UP AND
OVER PARRAPET

6" WOOD STUD WALL WITH 5/8" GYB

1/2" OSB/PLYWOOD

WEATHER BARRIER.

SLNT W/WEEPS AT 4'-0" O.C.

SST SILL FLASHING, SET IN
FULL BED OF SLNT.

1/2" OSB/PLYWOOD

WEATHER BARRIER

SLNT

STONE WITH GROUTED
JOINTS ON EXPANDED MESH AND
MEMBRANE FLASHINGS. LAP AND SEAL
MEMBRANE FLASHING OVER WEATHER
BARRIER.

NOM.

STONE WITH
GROUTED JOINTS ON
EXPANDED MESH AND
MEMBRANE FLASHINGS. LAP
AND SEAL MEMBRANE
FLASHING OVER WEATHER
BARRIER.

1 1/2"

FIBROUS INSUL AND CONT.
VAPOR BARRIER.

1/
2"

1/2" OSB/PLYWOOD

WEATHER BARRIER. FIBROUS INSUL AND CONT. VAPOR
BARRIER.

SLNT W/WEEPS AT 4'-0" O.C.

SST SILL FLASHING, SET IN
FULL BED OF SLNT.

1 1/2" 6 5/8"

7"
3/

4"
1"

FL

1" GYPCRETE TOPPING OVER
STRUCTURAL FLOORING.

1/2" OSB/PLYWOOD

WEATHER BARRIER

1 
1/

4"

1'
-0

"

6" WOOD STUD WALL WITH 5/8" GYB, SEE STRUCT.
DWGS.

WOOD FLOOR JOISTS AND RIM
BOARDS, SEE STRUCT. DWGS.

5/8" GYB CLG ON RESILIENT CHANNELS

3 1/2" ACOUSTIC INSUL.

PROVIDE FIRE TREATED 6" WOOD STUD WALL WITH 2
LAYERS OF 5/8" GYB.

SLNT

STONE WITH GROUTED JOINTS ON
EXPANDED MESH AND MEMBRANE
FLASHINGS. LAP AND SEAL MEMBRANE
FLASHING OVER WEATHER BARRIER.

NOM.

STONE WITH GROUTED JOINTS
ON EXPANDED MESH AND MEMBRANE
FLASHINGS. LAP AND SEAL MEMBRANE
FLASHING OVER WEATHER BARRIER.

FIBROUS INSUL AND CONT. VAPOR
BARRIER.

FIBROUS INSUL AND CONT. VAPOR
BARRIER.

FL

WOOD FLOOR JOISTS
AND RIM BOARDS

STUCCO FINISH
EXTERIOR WALL

1" GYPCRETE TOPPING OVER
STRUCTURAL FLOORING.

4"
1'

-4
"

1/4" PERIMETER SLNT

1/4" PERIMETER SLNT

WEATHER BARRIER, TURN
INTO OPENING OVER
BLKG WITH MEMBRANE
FLASHING

PERIMETER MEMBRANE FLASHING
TURN INTO OPENING

1/
4"

3 
3/

4"
1/

4"

PERIMETER SLNT AND FILL
VOID W/INSUL-40

PTAC UNIT, COMPLETE WITH INSULATED
SLEEVE AND EXTERIOR GRILLE, SET FLUSH
WITH EXTERIOR WALL PERIMETER MEMBRANE

FLASHING TURN INTO OPENING.

RUSKIN ELF15J THIN LINE
STATIONARY LOUVER,
ALUMINUM WINDOW,DARK BRONZE
FINISH WITH SST SCREW FASTENERS

WINDOW

4 1/2"
ROLLER SHADE JAMB

SLNT W/WEEPS AT 4'-0" O.C.

SST SILL FLASHING, SET IN
FULL BED OF SLNT.

SLNT

1/
2"

1 3/4"

1 1/2"

TOE KICK

EXTERIOR GUESTROOM
INTERIOR

1/2" OSB/PLYWOOD

6" WOOD STUD WALL W/
5/8" GYB. LINTEL BOXED
BEAM AT OPENINGS

SLNT

WINDOW

WEATHER BARRIER, TURN
INTO OPENING OVER
BLKG WITH MEMBRANE
FLASHING

1 3/4" 6 5/8"

WD BLKG

8 3/8"

FIBROUS INSUL AND CONT. VAPOR
BARRIER.

3/
8"

PRIMARY SLNT

STUCCO FINISH
EXTERIOR WALL

FILL VOID W/INSUL-40

3/
4"

SST HEAD FLASHING, SET IN
BED OF SLNT AGAINST AIR
VAPOR BARRIER AND WDW
HEAD.

5/8" GYB CLG ON RESILIENT
CHANNELS.

4 1/2" 3 7/8"

ROLLER SHADE AND
BRACKET.

7 
7/

8"

REMOVABLE TOP
3/4" PLYWOOD
COVER.

ROLLER SHADE JAMB

ALIGN SLOPED FACE OF
3/4"PLYWOOD COVER
WITH JAMB AND SILL.

NOTE:
PROVIDE ROLLER SHADE, ROLLER SHADE JAMB
AND PLAM FACED COVER AT GUESTROOM
WINDOWS ONLY.

DRIP GROOVE

WD BLKG

7 3/4"

3/4" PLYWOOD COVER.

4 3/4"

3/4"
PLYWOOD COVER

1 
3/

4"

1/2" CARPET

WINDOW FLUSHED WITH
PTAC GRILL

EXTERIOR GUESTROOM
INTERIOR

GUESTROOM EXTERIOR
GRILL FOR PTAC UNIT
TYPICAL

WINDOW

2
A6.0

2
A6.0

1
A6.0

1
A6.0



 1/4" = 1'-0"
1 GARBAGE AND RECYCLING ENCLOSURE PLAN

 1/4" = 1'-0"
2 GARBAGE ENCLOSURE - WEST

 1/4" = 1'-0"
3 GARBAGE ENCLOSURE - NORTH

 1/4" = 1'-0"
4 GARBAGE ENCLOSURE - EAST

 1/4" = 1'-0"
5 GARBAGE ENCLOSURE - SOUTH
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A-6.1

TRASH ENCLOSURE
DETAILS

PLANNING06/01/2020

PLANNING10/05/2020

 COMPACT 52
PARKING

12
'-0

"

8'-8"

FLOOR
DRAIN

HOT  & COLD
HOSE BIB

5
A6.0

4
A6.0

2
A6.0

3
A6.0

ROOF ABOVE

DOWNSPOUT
DRAIN

8'-8"

CONCRETE
PAD

3'
-0

"1
'-6

"

LANDSCAPE

PAVED
WALKWAY

8'
-0

"
3'

-0
"

1'
-0

"

8" DIA CONCRETE FILLED
HINGE POSTS, PAINTED

PAINTED STEEL DOORS, CORRUGATED METAL PANELS HORIZONTAL..
PROVIDE HEADVY DUTY HANDLES AND DROP PIN LOCKS.

GRADE LEVEL

CONC. FOOTING 16" WIDE X
12" DEEP WITH 2#5 X
CONTINUOUS BOTTOM.

NON-COMBUSTIBLE ROOF

4" STEEL TUBE FRAME,
PAINTED

8'
-0

"
3'

-0
"

1'
-0

"

JAMES HARDIE SIDING-
TIMBER BARK COLOR,
MATCH THE HOTEL
ELEVATION

CMU WALL WITH DAMP PROOFING
BELOW GRADE LEVEL. REINFORCING #
5 AT 32" OC VERTICAL.

CONC. FOOTING 16" WIDE X
12" DEEP WITH 2#5 X
CONTINUOUS BOTTOM.

GRADE LEVEL

NON-COMBUSTIBLE
ROOF

8" DIA CONCRETE FILLED
HINGE POSTS, PAINTED

CMU WALL WITH DAMP PROOFING
BELOW GRADE LEVEL. REINFORCING #
5 AT 32" OC VERTICAL.

CONC. FOOTING 16" WIDE X
12" DEEP WITH 2#5 X
CONTINUOUS BOTTOM.

8'
-0

"
3'

-0
"

1'
-0

"

GRADE LEVEL

JAMES HARDIE SIDING-
TIMBER BARK COLOR,
MATCH THE HOTEL
ELEVATION

1'
-0

"
3'

-0
"

8'
-0

"

CMU WALL WITH DAMP PROOFING
BELOW GRADE LEVEL. REINFORCING #
5 AT 32" OC VERTICAL.

CONC. FOOTING 16" WIDE X
12" DEEP WITH 2#5 X
CONTINUOUS BOTTOM.

GRADE LEVEL

JAMES HARDIE SIDING-
TIMBER BARK COLOR,
MATCH THE HOTEL
ELEVATION

8" DIA CONCRETE FILLED
HINGE POSTS, PAINTED



COLOR- TIMBER BARK

1 6
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2
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6 7

3
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I & A Architects, Inc.

A-7.0
HOLIDAY INN EXPRESS AND SUITES.
COCHRANE ROAD,       MORGAN HILL,       CA-95037

MATERIAL BOARD
855 Sansome St, Ste 200
San francisco, CA-94111

GRAY TINTED
GLASS

7 ALUMINIUM WINDOW
ARCADEA-COLOR
DARK BRONZE-AB-6
OR EQ.

5

5

CULTURED STONE
COLOR- UBER CREEK

ELEVATIONS FOR MATERIAL REFERENCE ONLY
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